
NUMBER OF FIRE EXTINGUISHERS REQUIRED 
 
 

 

 

EXTINGUISHER MOUNTING 

Extinguishers shall be conspicuously located where they will be readily accessible and immediately 
available in the event of fire. Preferably they shall be located along normal paths of travel, including exits 
from an area.  

Extinguishers shall be properly mounted at least four inches (4") from the floor and not more than five feet 
(5') above the floor.  

In areas where aesthetics is a concern, extinguishers may be located in an approved fire extinguisher 
cabinet. The cabinet must be marked and readily identifiable as a fire extinguisher cabinet. Where locked 
cabinets are permitted (with Fire Marshal's Office approval obtained in advance) an approved tool shall 
be attached to the cabinet for access.  

Note:  2A10BC are 5 pound extinguishers 

4A10BC are 10 pounds extinguishers 


